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 Conduit Size ¾” & Wire Size? 10 ga. 

                                                                                                Current Load calculations ? 

 

If Required to  

UPGRADE 

Approximate  

Length & Route 200’-300’? 

 

 

 

 

Will the Existing Panel 

Except a 3 Phase 90 Amp? 

Or a 3 Phase 175 Amp Breaker? 

 

 

MAIN Distribution Panel 

Breaker Size to UPS service 

Panel ___30_____? 

 

GENERATOR 

                          ATS 

UPS RM.  

SERVICE 

PANEL 

Panel Size 

__225A ? 

Feeding 

Existing UPS 

3 Pole / 480V 

30 AMP 

                          

EXISTING   UPS 

15 KVA 

To Be Replaced with New 

40 – 45 KVA / 90 - 100 KVA 

 

 

                           


